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ABSTRACT
New regulations and restrictions against high GWP refrigerant have pressured the industry into adopting more
environmentally friendly refrigerants. In this work, the heat transfer coefficient of a more recent zeotropic blend
R448A inside multiport mini-channel tube was experimentally investigated. The mass flux range was from 100 to
500 kg/m2s, heat flux from 3 to 15 kW/m2, covering quality from 0 to 1 at fixed inlet temperature of 6 oC and 3oC. It
was found that the heat transfer coefficient increased with increased mass flux. Heat flux increased the heat transfer
coefficient under low mass flux condition, while having no significant effect in high mass flux condition. A
comparison was made between R448A and R410A inside a same test tube and it was found that R448A’S heat
transfer coefficient was higher than R410A at low mass flux, but has similar order of magnitude in high mass flux
conditions. Pressure drop of R448A increase with increased mass flux, and vapor quality, while heat flux displayed
no significant effect on heat transfer coefficient. Finally, a simple heat transfer correlation was proposed for the
practical prediction of R448A heat transfer coefficient within multiport mini-channel tube.

1. INTRODUCTION
Refrigeration and heat pump industry have to continuously undergo update to mitigate the field environmental
impact. According to the EU Regulation No 517/2014, stationary refrigeration equipment must avoid refrigerant
with GWP higher than 2500 by 2020, while refrigerator and freezer should employ fluid with GWP<2500. While
the USA EPA erected a restriction against over 25 high GWP fluids. Commonly used R134a, R410A and R407C
were deemed unacceptable in chiller systems from 2024. These policies pressured the HVAC industry into
considering applying new alternative low GWP refrigerant. However, pure HFOs refrigerants have been reported to
have poorer heat transfer coefficient in comparison to their predecessor. Therefore, HFO/HFC refrigerant mixture
were considered as drop-in replacement as they combine the advantages of having lower GWP while maintaining
heat transfer performance closer to replaced refrigerant. Among these is R448A, a recent zeotropic blend of R32
(26%), R125 (26%), R134a (21%), with HFO components R1234yf (20%) and 1234ze(E) (7%), which is a nonflammable refrigerant with a GWP of 1390 has been proposed as a low GWP alternative of R404A (GWP=3922) in
direct expansion supermarket systems.
Babiloni et al (2015) experimentally evaluated R448A performance in a vapor compression system test bench and
compared against the performance of R404A. Despite having lower cooling capacity than R404A, R448A had a
higher COP, and was considered to be a good replacement for medium temperature application. Sethi (2016)
experimentally investigated R455A and R488A performance in a commercially available R404A self-contained
freezer. Compressor energy consumption of R448A was 9% lower, and R448A matched the capacity with 4 to 8%
higher efficiency compared to R404A. They concluded that R448A would be a suitable replacement of R404A in
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commercial refrigeration systems as well as for retrofitting. These previous result have encouraged R448A as a
viable alternative refrigerant for R404A and R410A.
However, despite the potential application, the heat transfer performance of R448A inside evaporator, is still underreported. Lillo (2019) experimentally investigated boiling heat transfer and pressure drop of R448A and compared
with R404A inside a 6mm tube. They found R404A provided higher heat transfer coefficient at low vapor quality,
but lower convective effect than R448A, and R448A pressure drop was always higher than R404A at the same
operating condition. Kedzierski (2016) studied experimentally convective boiling inside horizontal microfin tube of
3 low GWP alternative of R448A, R449A and R452B. R454B exhibited the highest heat transfer coefficient, with
R449A approximately 8% larger than R448A. As far as the authors are aware, no more paper have studied the
boiling heat transfer of R448A. However, flow boiling heat transfer and pressure drop of low GWP alternative
zeotropic mixture in both conventional and micro-tube has been studied extensively thank its attraction. Minxia et al
(2012) experimentally investigated boiling heat transfer and pressure drop of R32/R1234yf mixture with different
composition in a 2 mm diameter test tube. They found that the effect of mass diffusion resistance on heat transfer
was significant, and boiling number correlates directly with the relative role of convective and nucleate boiling
mechanism. Berto et al (2020) measured R455A and R452B boiling heat transfer coefficient in an 8mm and 0.96
mm tube. They discovered that R452B displayed a higher heat transfer coefficient than R455A. The heat transfer
coefficient of both blend increased with heat flux, mass flux, vapor quality in the 8mm diameter channel, yet R455A
heat transfer coefficient was less sensitive to mass velocity in the 0.96mm diameter channel. In addition, the
0.96mm tube has higher heat transfer coefficient than the 8mm channel. Jige et al (2020), studied flow boiling of
R1234yf/R32 zeotropic mixture at 2 different circulation compositions inside multiport mini-channel tube. They
observed heat transfer coefficient to be strongly influence by mass flux, quality, mass fraction, yet heat flux effect
was small. Heat transfer deterioration due to mass transfer resistance was significant in nucleate boiling and in thin
film evaporation, but less in annular flow regime.
In this work, the heat transfer characteristic of R448A will be experimentally investigated in a multiport minichannel tube. The range of mass flux was from 100 kg/m2s to 500 kg/m2s, while heat flux was from 3 kW/m2 to 15
kW/m2. The corresponding inlet saturated temperature is fixed at 6 oC and 3oC. The effect of heat flux, mass flux
and vapor quality as well as saturated temperature on heat transfer coefficient are analyzed. The heat transfer
performance between R448A was compared to the soon-phased out R410A. Finally, a new correlation was proposed
for the practical prediction of R448A heat transfer coefficient.

2. EXPERIMENTAL METHOD
2.1 Experimental systems and procedure
Heat transfer coefficient and pressure drop were co-investigated in the experimental systems whose schematic was
presented in Figure 1

Figure 1: Experimental systems.
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The systems consisted of a primary refrigerant loop and an auxiliary test section loop. Both loops were connected to
a data-logger linked to a computer for monitoring and recording of the experimental data. Refrigerant post
condenser in liquid phase was circulated by a magnetic micro-gear pump with adjustable frequency. A flowmeter
was installed right after the pump to measure the refrigerant mass flow rate. Refrigerant might be slightly heated
from the pump, and therefore a sub-cooler was installed to ensure only liquid refrigerant can enter the preheater. The
preheater, a tube section with two ends connected to a controllable DC power source, heated the liquid flow to the
desired testing quality before entering the test section. Two-phase refrigerant flow after the test section finally
returned to be condensed back to liquid phase within the condenser. An out-of-loop chiller provided the refrigeration
effect for the chilled brine, a secondary fluid which supplied the cooling capacity for the condenser and the subcooler.
The test section was described schematically in Figure 2.

Figure 2: Detail of test section.
A multiport mini-channel tube was used for the test section. The test tube was fixed in the middle of the acrylic
cover, with the annuli space in between was where the warm water passed to heat the test tube. The flow directions
of the refrigerant and the water jacket was counter current flow. Water temperature was controlled and kept constant
to accommodate each different testing heat flux condition by a temperature bath. A pairs of RTD, calibrated to
0.01oC accuracy, was installed at the inlet and the outlet of the water path to measure the inlet/outlet temperature.
Additionally, a mass flowmeter was used to measure the water flow rate. In order to calculate the heat transfer
coefficient, 12 thermo-couples were embedded onto the test tube outer surface (in 3 different position, 4 in each
position with 2 on top and 2 at the bottom of the tube). The junction was fixed by covering it with aluminum tape.
To avoid measurement bias from leaving the thermocouple junction exposed to the water, a layer of glue was
applied on top of the junction on the tape. The inlet temperature and pressure were measured with a RTD sensor and
an absolute pressure transducer for the determination of the inlet vapor quality. A differential pressure sensor was
installed at the test section inlet and outlet to facilitate the measurement of pressure drop. The outlet temperature
thermocouple was installed to compare the measured temperature to the calculated temperature, to make sure the
heat balance, pressure drop and saturated temperature calculation were correct. The deviation between the measured
and calculated outlet temperature fell mostly under the combined uncertainty of the measurement and calculation,
which was 0.15oC.
A data point was continuously measured in 10 minutes and averaged. Before each measuring session, the pump
speed, preheater’s power source, supplied brine temperature, heating water temperature and pumping speed were
controlled simultaneously to establish the required testing condition. The system pressure was controlled by
adjusting the temperature of the out-of-loop supply chilled brine, while the inlet temperature was controlled primary
with the DC power supplied to the pre-heater. The system was then kept until a relative stability is achieved before
recording.
The geometrical configuration data of the test tube is provided in Table 1 while the experimental conditions are
summarized in Table 2
Table 1: Test tube geometrical configuration.
Hydraulic diameter
0.969 mm

Length
0.2 m

Aspect ratio
0.49

Number of ports
9

Wall Thickness
0.34 mm
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Table 2: Experimental condition.
Refrigerant

Saturated
temperature

Quality

Mass flux

Heat flux

R448A

6oC and 3oC

0 to 1
(5-6 different qualities)

100 to 500
kg/m2s

3 to 15 kW/m2

2.2 Data Reduction
The data reduction was performed consequently as follows. The heat flux applied to the test section can be
calculated as. This equation assume that heat flux was constant across the tube, this assumption is reasonable as the
variation of water and refrigerant temperature:
(1)
Unlike pure fluid, R448A is a zeotropic mixture with a large temperature glide (roughly 6oC). This characteristic
was taken advantage of to determine the refrigerant inlet enthalpy:
(2)

Assuming the applied heat flux to be constant, the enthalpy of the ith measurement point can be calculated as:
(3)

As commonly employed within literature, the pressure of the ith measurement point was calculated by assuming the
pressure drop to be linear across the tube. The current assumption is reasonable because acceleration pressure drop
was small when comparing to measured pressure drop under most cases, as well the small variation of quality across
the test section:
(4)
The refrigerant saturated temperature of that point was determined as:
(5)
Under a low mass flux condition, the increase of saturated temperature was caused primary by changing of quality,
while at a high mass flux condition, the saturated temperature decreased with decreasing pressure due to large
frictional pressure gradient.
Finally, the heat transfer coefficient was calculated by:
(6)
The reported heat transfer coefficient was the averaged value of all 12 thermocouples.

2.3 Uncertainty Analysis
The uncertainty analysis was performed according to ISO 1995 guideline, in which, uncertainty of a measurement
was composed of 2 types of uncertainty. Type B uncertainty, the uncertainty of the instrument, was specified by the
manufacturers. Type A uncertainty, based on statistical analysis, takes into account random error (fluctuation) that
occurred during experiment. As such, system was set to remain as stable as possible in order to reduce type A
uncertainty. Type A uncertainty was taken as the standard deviation of the mean of the measurement interval:
(7)
For parameters that was not directly measured, their errors have to be determined through the method of error
propagation.
(8)
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For parameters that do not have explicit functional form as in equation (1), (2) and (5), their error was estimated
numerically with central finite differentiation (as suggested by Moffat, 1988):
(9)
The uncertainty of heat transfer coefficient varied by conditions. The high mass flux condition usually had moderate
to small uncertainty, within a range of about under 12% or up to under 22%. Data points with the highest
experimental uncertainty were high mass, low heat flux data points, where the maximum uncertainty could reach
over to 40%, as in these conditions still had a high heat transfer coefficient despite having low heat flux, causing the
temperature difference to be small; hence, the large experimental uncertainty.

3. RESULT AND DISCUSSION
3.1 Mass flux, heat flux and vapor quality effect
The mechanism of flow boiling can be de-composed to 2 mechanisms: nucleate boiling and convective boiling. In
this section, the data will be analyzed through this lens.

(a)
(b)
Figure 3: The effect of mass flux on heat transfer coefficient at two different saturated temperature of (a) 3oC and
(b) 6oC
In Figure 3a and 3b, the effect of mass flux on heat transfer coefficient was illustrated at two different saturated
temperatures at the fixed heat flux of 6kW/m2. As shown, mass flux increased the heat transfer coefficient. At the
saturated temperature of 6oC, mass flux increased the value of the heat transfer coefficient in low quality region,
while at the saturated temperature of 3oC, mass flux increased both the aforementioned value, as well the increase
rate of heat transfer coefficient against quality. Two distinct mechanisms brought about this effect, which were
interfacial shear stress and turbulent effective conductivity. The higher the mass flux, the higher the Reynolds
number, which is associated with high turbulence intensity, promoting higher effective turbulence thermal
conductivity. Increasing the mass flux also increases the liquid/vapor relative velocity, as can be shown through the
following equation:
(10)
As mass flux has little influence on void fraction α, the relative velocity ∆v will increase with G. High relative
velocity positive enhanced the interfacial shear stress and promote the thin film evaporation, which are beneficial for
heat transfer due to flow pattern development. As decreasing saturated temperature increase the liquid/vapor density
ratio (from 42.2 at 6oC to 46.8 at 3oC), the relative velocity, and with it the interfacial shear stress therefore increases
more rapidly with quality. Thus explaining the more rapid increase of the heat transfer coefficient with quality at
saturated temperature of 3oC when compared to 6oC.
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(a)
(b)
Figure 4: The effect of heat flux on heat transfer coefficient at (a) 200kg/m2s mass flux and (b) 500kg/m2s mass
flux condition.
Figure 4(a) and (b) displayed the effect of heat flux on heat transfer coefficient in different heat flux condition. At
200kg/m2s (4a), heat flux had a significant effect on the heat transfer coefficient, as increasing the heat flux is
known to increase the number of active nucleation sites, as well as the rate of bubble growth (the well-known
Cooper correlation for nucleate boiling has an explicit heat flux term). In these conditions, the nucleate boiling
mechanism was in dominant over convective boiling. However, with further increase in heat flux, the enhancement
was sub-sized. As according to Minxia et al. (2012), high heat flux at low mass flux condition (high Bo flow)
generates vigorous bubbles, causing the concentration to be highly inhomogeneous, thus restricting the growth of
heat transfer coefficient with heat flux. Higher mass flux at 500kg/m2s (4b) displays insignificant effect of heat flux
on heat transfer coefficient as data point was almost lumped together. There the nucleate boiling mechanism was
strongly suppressed by the strong convection effect owning to high mass flux.

3.2 Saturated temperature effect

(a)
(b)
Figure 5: The effect of saturated temperature on heat transfer coefficient at (a) low mass flux condition and (b) high
mass flux condition.
Figure (5a) and (5b) compared the HTC of R448A at saturated temperature at 3 and 6oC. At low mass flux
condition, when the nucleate boiling mechanism was dominant, the effect of saturated temperature on heat transfer
coefficient was minimal. At the high mass flux condition however, the effect of saturated temperature on heat
transfer coefficient was more evident. The heat transfer coefficient at a saturated temperature of 3oC is higher than
at 6oC due to the larger h/x slope. At lower saturated temperature, the flow has lower reduced pressure, lower
vapor/liquid density ratio and vapor density. Lower vapor density increased vapor phase velocity, while the density
ratio change further increases the interphase relative velocity, boosting liquid film evaporation mechanism. As
discussed, under high mass flux condition, the effect of convective boiling has a dominant role, therefore, these
properties have a more significant effect on heat transfer.
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3.3 Performance comparison against R410A performance
Figure 6 compared the heat transfer coefficient of R448A against R410A data at low mass flux and high mass flux
conditions. The R410A data was from a previous publication by Chien et al (2018), which was performed on the
same test tube.

(a)
(b)
Figure 6: Heat transfer comparison of R448A against R410A in low mass flux (a) and high mass flux condition (b).
Comparing against data of for R410A, at the low mass flux condition, the heat transfer coefficient of R410A
exceeded that of R448A by a considerable margin. It might be due to the fact that in mixture, during nucleation, the
more volatile components were the 1st first to nucleate into the bubbles. Therefore, the vapor bubbles were rich with
more volatile components, while in liquid, their concentrations were poor. This created a mass transfer barrier the
more volatile components must overcome to be evaporated, which subdued the bubble growth rate and heat transfer
coefficient. As R448A is a zeotropic mixture with considerable temperature glide, the mass transfer resistance
during nucleate boiling was severe, when comparing to R410A, which is a near zeotropic mixture with negligible
temperature glide and small mass transfer resistance. With increasing mass flux, the heat transfer increases with
increasing mass flux, and mass transfer resistance due to concentration still exists at the interface; however, the
strong turbulence effect produces better mixing and partly counteracted the effect of concentration in imhomogeneousity. Yet, despite having higher liquid/vapor density ratio, R448A the heat transfer coefficient of
R448A can only be in a similar order of magnitude when compared with R410A, suggesting mass transfer resistance
have has a significant effect on the heat transfer coefficient

3.4 Heat transfer coefficient correlation
In this section, a simple correlation is proposed for the practical prediction of the heat transfer coefficient,
Correlations that were originally developed from single component flow boiling data would become obsolete when
predicting mixture flow boiling, because the complication arisen from mass transfer resistance of multi-components
fluid had not been taken into account. Therefore, Shah (2015) proposed a simple method of correcting the classical
heat transfer correlation so that it can be suitable for the prediction of multi-component flow boiling:
(11)
The nucleate boiling heat transfer contribution (right side 1st term of (11)) was modified to include the Thome and
Shakir (1987) analytical factor of mass transfer resistance during the bubble nucleation.
(12)
The convective boiling contribution (right side 2nd term of (11)) was also modified to include Bell-Ghaly (1973)
term to take into account the effect of mass transfer resistance at the interface. The Y term can be calculated as:
(13)
The heat transfer coefficient was compared against 3 different heat transfer models originally developed from single
component data, but modified according to the Shah (2015) model: Liu-Winterton (1997), Bertsh (2009) and Steiner
& Taborek (1992). The result was shown in Table 4, and as it is shown, none of the three model gave an satisfactory
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prediction. Therefore, a new simple correlation was proposed with the using the method of Shah (equation (11)). An
exponential of 1.7 was used to allow for a smoother transition from nucleate boiling to convective boiling:
(14)
The nucleate boiling heat transfer coefficient was calculated by the well-regarded equation of Cooper (1984), while
the convective boiling was by the Dittius-Boelter with single phase liquid.
The enhancement factor of convective boiling was found to be very well correlated with the Lockhart-Martinelli
parameter:
(14)
The remaining term followed the Shah (2015) model as previously discussed
The correlation gave a satisfactory prediction with the mean absolute deviation of 13.7% and mean signed deviation
of 2.4%
Table 4: Correlation performance.
Correlation
Mean Absolute
Deviation
Mean Sign
Deviation

Liu-Winterton

Bertsch

Steiner &
Taborek

New correlation

38.3%

49%

64%

13.7%

-38%

-47%

-64%

2.4%

3.5 Effect of mass flux, heat flux and vapor quality on R448A pressure gradient
Figure 7 displays the effect of heat flux and mass flux on pressure drop

(a)
(b)
Figure 7: The effect of mass flux (a) and heat flux (b) on pressure drop.
As shown in Figure 7, pressure drop increased significantly with mass flux as well as with vapor quality. Mass flux
increased the pressure drop at low quality as well as the pressure drop increase rate with quality. The higher the
mass flux, the more intense the turbulent effect, similar to single phase flow. In addition, from equation (10), the
relative liquid/vapor velocity increase with mass flux and with it the interfacial shear stress. The combined effect of
turbulent shear stress and interfacial shear stress together increase the pressure drop. However, in Figure 7(b), heat
flux displayed almost no effect on pressure drop, possibly because heat flux does not have an explicit influence on
interfacial and turbulent shear stress

4. CONCLUSIONS
In this work, boiling heat transfer of R448A was experimentally investigated inside a multiport mini-channel tube.
The effects of heat flux, mass flux, vapor quality were analyzed. The key findings are summarized as follows:
 The heat transfer coefficient always increased with mass flux. Under low mass flux condition, heat transfer
coefficient increased significantly with heat flux, however in high mass flux conditions, the effect of heat
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flux was found to be insignificant. Similarly, the effect of saturated temperature was significant in high
mass flux condition and much less noticeable in low mass flux condition
A comparison of heat transfer performance between R448A and R410A was done and it was found that
R410A heat transfer coefficient exceed R410A’s in low mass flux condition, while they are quite similar in
high mass flux conditions.
A new simple correlation was proposed following the method of Shah (2015) for the prediction of R448A
boiling heat transfer coefficient inside multiport mini-channel tube. The correlation had an acceptable
prediction with a mean absolute of 13.7%
Pressure drop of R448A increase with mass flux and vapor quality, while heat flux displayed no noticeable
effect.

NOMENCLATURE
i
q
G
T
FTS
Y
Xtt
P
m
z
h
A
s
u
Subscript
water
ref
nb
cb
in
out
sat
int
ext

Enthalpy
heat flux
mass flux
Temperature
Thome-Shakir factor
Bell-Ghaly term
Lockhart-Martinelli parameter
Pressure
Mass flow rate
Length from the inlet
Heat transfer coefficient
Area
Standard deviation
Uncertainty

(kJ/kg)
(kW/m2)
(kg/m2s)
(oC)

(kPa)
(kg/s)
(m)
(kW/m2K)
(m2)

Water
Refrigerant
Nucleate Boiling
Convective Boiling
Inlet
Outlet
Saturated
Internal
External
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